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Apply strips of VISCOTAQ HT over the 
drilled holes and cut out the holes with the 
same diameter as the previously drilled 
holes. 

On each end of the casing pipe, drill 2 
holes in the casing with a diameter which 
is slightly more than 2” at a distance of 
approx. 500mm and 1000mm from the 
extremities of the casing.
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Construct 4 installation pipes according to 
the above sketch. 2 pipes are needed on 
each ends of the casing.
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Mount the installation pipes in the holes. 
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Secure the installation pipes with a ratchet 
strap tightly around the casing.

Backfill at each end with sand and up to                 
1 meter above the casing pipe and                      
compact it, in order to support and hold 
the link-seals in place during and after 
filling of the casing. Injection Filler can 
then be pumped down into the annulus.

The ends of the casing have to be clean 
and dry prior the installation of the end 
Seal.  

Install end seal and secure it with 4 ratchet 
straps per end seal (2 on casing and 2 on 
carrier pipe). The clamps have to be on 
the 3 and 9 o’clock position and need to 
be placed touching each other, with the 
clamp to be placed over the band of the 
adjacent ratchet strap.
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